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Abstract²Electrical trees developed using point-plane 
samples have been investigated under three different voltage 
conditions: AC, AC with positive DC bias, and AC with negative 
DC bias. Visual observations mainly indicate two types of 
electrical tree progression from initiation to breakdown: 
³IRUZDUGDQGEDFNZDUG´)%WUHHVDQG³IRUZDUG´)WUHHV FB 
trees can be observed in AC tests, while F trees occur in AC with 
DC bias tests. The difference between AC with negative DC bias 
and AC with positive DC bias is the growth of a rapid long 
branch prior to breakdown under negative DC bias conditions. 
Based on the pulse sequence analysis (PSA) technique applied to 
the PD data associated with electrical tree growth, the findings 
confirm that PSA curves under different voltage tests have 
different regions and PSA features can be indicators of tree 
growth. 
Keywords²Partial discharge; electrical tree; AC; AC with DC 
bias; pulse sequence analysis; epoxy resin 
I.  INTRODUCTION 
Electrical treeing is one of the main mechanisms of long-
term degradation of polymeric materials used in high voltage 
applications [1]. It has been found by many researchers that 
there is a significant relationship between partial discharge 
(PD) phenomena and the morphology of an electrical tree [2, 
3]. Fully understanding the characteristics of PD data 
associated with electrical tree growth is thus key to predicting 
the lifetime of solid insulation and improving asset design and 
health management.  
With increased power demand and integration of renewable 
energy sources, HVDC power transmission projects have been 
carried out in many areas around the world [4, 5]. HVDC 
transmission is the preferable solution for long distances. 
Besides supporting higher power transfer than HVAC systems 
it allows interconnection of systems with different frequencies 
[6, 7]. Converters are applied at both ends of HVDC links, 
which require extensive and costly filtering of harmonics [8]. 
Consequently, the impact of harmonics on the reliability of DC 
insulation needs to be investigated. Although [8] has briefly 
investigated electrical trees under AC with DC bias, the 
relationship between electrical trees and the PD data has not 
yet been analyzed. 
In this paper, the pulse sequence analysis (PSA) technique 
has been applied for PD data analysis to show distinctive 
features which change with the tree evolution under AC with 
DC bias. This is achieved by experimentally inducing electrical 
treeing in samples of epoxy resin and utilizing PSA features to 
identify the stage of growth under AC or AC with DC bias, 
which could potentially predict remaining life. 
II. METHODOLOGY 
A. Experimental methodology 
In this study, the same electrical treeing samples of LY/HY 
5052 epoxy resin with a gap spacing of 2 ± 0.5 mm were used 
as in [8]. Detailed descriptions of sample preparation and the 
experimental plan have been outlined in [8]. The research 
incorporated the use of three different test voltage forms, which 
are an AC test at 15 kV peak, AC at 15 kV peak with +15 kV 
DC bias and AC at 15 kV peak with -15 kV DC bias, onto the 
fundamental. 
During the experiment, the electrical tree was initiated 
under the influence of an unbiased AC voltage of between 12 
and 16 kVrms, until a tree was evident but no longer than 50 
µm. Then one of the three different voltage forms was applied 
to the sample until breakdown occurred. During the test, PD 
data consisting of phase and discharge magnitude was recorded 
continuously, and visual images of tree growth were captured 
every second. In the experiments, 18 samples were randomly 
divided into three groups of six samples. The three different 
voltage tests were carried out for the three groups of samples 
separately. 
B. PSA methodology 
A governing parameter for discharges is the local electric 
fields, which are reflected in the change in voltage due to the 
excitation waveform and residual space charge from previous 
discharges. The basis of PSA is the investigation of correlation 
between consecutive discharge pulses due to the influence of 
local space charge generated by previous discharges on the 
ignition of subsequent discharge pulses [3]. As a result, this 
method focuses on changes to the point-on-wave external 
applied voltage between pulses. In this paper, PD data is 
analyzed according to the PSA method outlined in [9], and 
briefly introduced below: 
1. Based on the instantaneous voltage, u(t), of every PD 
pulse, the change of external voltage, 'Ui, between 
consecutive PD pulses is calculated by Equation (1). The 
changing pattern of 'U can be seen clearly from the u(t) 
plot in Figure 1. 
2. The PD data is recorded in one minute batches. In order to 
represent the voltage change during a one minute batch, 
the root mean square (RMS) of the voltage change, 'URMS, 
is calculated using Equation (2). 
3. Equation (3) is used to normalize the 'URMS to a range 
between 0 and 1. 
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Fig. 1. The instantaneous voltage, u(t), of PD occurrence 
The normalized RMS of the voltage change, 'URMS, can be 
plotted over time to give a PSA plot of tree growth. 
III. VISUAL OBSERVATION RESULTS 
Visual observation shows that there are mainly two types of 
electrical tree progression from initiation to breakdown. One is 
defined as a ³IRUZDUG DQG EDFNZDUG´ )% WUHH $QRWKHU LV
defined as a ³IRUZDUG´ ) WUHH )% WUHHs can be observed in 
every sample of epoxy resin in AC tests while F trees can be 
observed in every sample in AC with DC bias. But during the F 
tree progression, there is a long tree branch which occurs very 
rapidly in every sample in AC with negative DC bias tests 
while not in the AC with positive DC bias tests. It has been 
proposed that these differences are due to varying space charge 
behavior under each test condition [8]. The details of each type 
of tree are given below. 
A. Forward and backward (FB) tree 
Forward and backward (FB) trees in AC tests have three 
stages before breakdown, as shown in Figure 2. In the first 
stage, the electrical tree initially grows at the tip of the needle 
with a tiny bush structure, as shown in Figure 2a. Bush-type 
trees consist of a dense set of tubules which form from 
extensive branching. In the second stage, the electrical tree 
grows towards the counter electrode with a fine-branch 
structure until it fully touches the counter electrode. The 
branches propagate through a wide volume, as shown in Figure 
2b, often obliquely or perpendicular to the rotational line of 
symmetry of the electrode system. In the third stage, one or 
multiple pine-branch trees are generated at the plane electrode, 
and propagate backwards towards the needle electrode. 
Compared to the fine-branch tree, the pine-branch tree has 
darker, apparently thicker and more heterogeneous branches, as 
shown in Figure 2c. The propagation speed of pine-branch 
trees is variable, even stagnating at some periods of time. 
Breakdown occurs when the pine-branch reaches the needle 
electrode, causing a thick channel to grow from the needle 
electrode to the counter electrode, and a final disruptive 
discharge.  
 
a. Bush tree  b. Fine tree 
 
c. Pine tree  d. Breakdown 
Fig. 2. Stages of the forward and backward (FB) tree. 
B. Forward tree 
Forward trees in AC with DC bias tests mainly have two 
stages before breakdown, as shown in Figure 3. The first stage 
appears to be the same as the first stage of the FB tree: a small 
bush tree initially grows at the tip of the needle, as shown in 
Figure 3a. In the second stage, the fine-branch tree shown in 
Figure 3b grows towards the plane electrode. Finally, 
breakdown occurs after the tip of the fine-branch touches the 
plane electrode. Breakdown happens rapidly in the final stage. 
C. Rapid long-branch tree 
A rapid long-branch tree only occurs after the fine trees 
touch the plane electrode in AC with negative DC bias tests, as 
shown in Figure 4. This tree, as exemplified in Figure 4b, is 
one or two long branches which nearly bridge the space 
between the two conductors. The channel of the branch appears 
thicker than that of the fine branches, and has a darker hue. The 
whole branch develops rapidly, within less than one second 
(images were recorded once per second). Usually one or more 
rapid long-branch trees develop in the few minutes before 
breakdown. During the AC with negative DC bias tests, five 
out of six samples had one to three rapid long-branch trees 
developing within the few minutes before breakdown, while 
one sample had a lot of rapid long-branch trees which grew a 
long time before breakdown (nearly 120 mins before). 
 
a. Bush tree  b. Fine tree 
 
c. Breakdown 
Fig. 3. Forward (F) tree. 
 
a. Three minutes before BD b. Two minutes before BD 
 
c. Breakdown (BD) time 
Fig. 4.  A rapid long-branch tree. 
IV. PSA FEATURES ASSOCIATED WITH TREE PROGRESSION 
Before the PSA analysis, a threshold of 5pC was applied 
for denoising the original PD data. Different thresholds 
between 0 and 10pC were tested, but the PSA pattern was 
significantly less clear for thresholds under 5pC. Since the raw 
data shows true PDs below 5pC, this threshold removes some 
valid data. The authors believe that PD magnitude may be a 
more direct indicator than PSA for this dataset. However, PSA 
plots of PD associated with electrical treeing from initiation to 
breakdown in different voltage tests are shown in Figure 5-7, 
and described below. 
A. Overall features 
1) AC tests 
A typical PSA plot of an AC test sample, shown in Figure 
5, indicates three regions before breakdown. In the first region, 
PSA values are larger than zero. Comparison with images show 
this relates to the period of the small bush tree growth. Then 
there is a second region with no activity above 5pC, shown as 
PSA values of zero in Figure 5, which is during the forward 
fine tree growth. Finally PSA values are larger than zero again 
in the third region, which results from the backward pine tree 
growth. Of the six AC test samples, five have these overall 
features. One sample (sample B8#S1) shows activity during the 
second region (the reason is not known). 
 
Fig. 5. PSA plot of sample B6#S10 in AC tests 
2) AC with positive DC bias tests 
A typical PSA plot of an AC with positive DC bias test 
sample is shown in Figure 6. It indicates there are two regions 
before breakdown, similar to the first two regions of PSA plots 
in AC tests. All six samples in the AC with positive DC bias 
tests have PSA values larger than zero in the first region, which 
results during the initial small bush tree growth, and no activity 
above 5 pC (represented as zero PSA values) in the second 
region during the forward fine tree growth.  
 
Fig. 6. PSA plot of sample B6#S1 in AC with positive DC bias tests 
3) AC with negative DC bias tests 
A typical PSA plot of an AC with negative DC bias test 
sample is shown in Figure 7. It indicates there are two main 
regions before breakdown. The two regions are the same as 
those in the AC with positive DC bias tests except at the end of 
the second region. PSA values at the end of region two are 
greater than zero, due to rapid long-branch tree growth before 
breakdown. 
 
Fig. 7. PSA plot of sample B6#S9 in AC with negative DC bias tests 
B. Discussion 
Given the 5 pC threshold set for PSA analysis, this 
comparison of the PSA plots with the visual images indicates 
that bush tree discharges are larger than 5 pC; fine tree 
discharges are less than 5 pC (except in one sample); and pine 
tree and rapid long branch discharges are larger than 5 pC. 
Therefore, the PSA plots generated from one minute batches of 
PD data can indicate what type of tree is growing, and which 
stage of growth has been reached. For example, as shown in 
Figure 8, when the PSA values increase above zero after a 
period of no activity, means that the backward tree has started 
to grow. In Figure 8 it then drops back to zero briefly, which 
indicates that backward tree growth has stagnated momentarily 
before resuming. Therefore, PSA plots might not only indicate 
different tree structures during the growth, but also demonstrate 
the propagation conditions of tree growth. 
 
Fig. 8. PSA plot of sample B7#S6 under an AC test 
V. CONCLUSIONS 
Visual observation of electrical trees under three different 
voltage waveforms (AC, AC with positive DC bias, and AC 
with negative DC bias) indicates two types of electrical tree 
progression from initiation to breakdown. One is the forward 
and backward (FB) tree, generated in AC tests, while the other 
is the more traditional forward (F) tree, occurring in AC with 
DC bias tests. The difference between AC with negative DC 
bias and AC with positive DC bias is the growth of a rapid 
long-branch tree, which occurs before breakdown in AC with 
negative DC bias tests. 
According to the pulse sequence analysis (PSA) of the PD 
data associated with electrical tree progression in different 
voltage tests, PSA plots could demonstrate: 
a) AC tests: Have three regions which are related to the three 
stages of forward and backward (FB) trees before breakdown. 
b) AC with positive DC bias tests: Have two regions which 
are related to the two stages of forward (F) trees before 
breakdown. 
c) AC with negative DC bias tests: Have two main regions 
with a special end region which are related to the two stages of 
forward (F) trees plus the rapid long branch tree before 
breakdown. 
d) PD charge level: Discharges of bush trees are larger than 5 
pC; discharges of fine trees are less than 5 pC; discharges of 
pine trees are larger than 5 pC; discharges of rapid long branch 
trees are larger than 5 pC. 
Therefore, the PSA method can be applied to indicate the 
different electrical tree progression patterns under different 
voltages, and potentially used to predict remaining life. 
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